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PROPOSED INLET PROTECTION, (TYP.)

PROPOSED AREA OF ASPHALT OVERLAY AND NEW ASPHALT ROAD TO BE INSTALLED AT THE

BEGINNING OF THE PROJECT TO ACCOMMODATE NEW ACCESS ROAD ON WEST SIDE OF LANDFILL

OVERLAY WITH BASE COURSE TO ELEVATION 2" BELOW F.G. ELEVATIONS NOTED HERE,

TO ALLOW FOR SURFACE COURSE TO BE INSTALLED AT THE END OF THE PROJECT.

ADD 8 TO 12 INCHES OF ASPHALT OVERLAY

TO PROVIDE SMOOTH ACCESS TO  EXISTING

ASPHALT DRIVE ON WEST SIDE OF FLARE STATION

EXISTING CULVERT TO REMAIN

INSTALL ASPHALT IN 3-INCH LIFTS

PROPOSED NEW ACCESS ROAD

3,400 S.Y. NEW SECTION FROM

THIS LOCATION TO TERMINATION

NEAR BUS MAINTENANCE FACILITY

INSTALL 3 BOLLARDS AROUND EXISTING MONITORING WELL 15

SEE DETAIL, SHEET C-502

PROTECT WELL DURING CONSTRUCTION!

EXPAND EXISTING ACCESS DRIVE 4', TO BE UTILIZED FOR

INTERIM PERIOD UNTIL FINAL ACCESS ROAD IS CONSTRUCTED

INSTALL OVERLAY AND NEW PAVEMENT SECTION AS NEEDED

INSTALL ROADSIDE DITCH 1' DEEP, 1' BOTTOM WIDTH

INSTALL CHECK DAMS IN NEW ROADSIDE DITCH

INSTALL 3' SHOULDER ON EXPANSION SIDE OF ROAD

INCLUDES 140 S.Y. NEW SECTION. NEW SECTION WILL HAVE

4" TOTAL BASE COURSE, TYP. FOR 2 AREAS OF NEW SECTION

2

7

1

0

2

7

0

0

PROPOSED NEW 3-INCH FORCE MAIN FROM BUS

MAINTENANCE GARAGE SEWAGE PUMP STATION

PROPOSED NEW LEACHATE GRAVITY LINE

FROM EXTRACTION WELLS

PROPOSED NEW LFG COLLECTION LINE

FROM EXTRACTION WELLS

PROPOSED NEW LFG COLLECTION LINE

FROM EXTRACTION WELLS

P3

S1C

HW2

RR3

TAPER OVERLAY BACK TO EXISTING ROAD FOR INTERIM BASIS,

TO BE UTILIZED UNTIL NEW WEST SIDE ACCESS ROAD IS COMPLETED

PROPOSED NEW 20' DBL-SWING GATE INSTALLED

AT NEW ACCESS DRIVE

CONNECTION POINT FOR NEW LFG PIPING

EXISTING LFG VALVES TO REMAIN IN SERVICE

PROPOSED LINER EDGE

ABANDON EXISTING CULVERT IN PLACE

GROUT LOWER END OF PIPE. SEE DETAIL, SHEET C-503,

TYP. FOR ALL STORM PIPES THAT REQUIRE GROUTING

M

M

CONNECT PROPOSED LFG COLLECTION PIPING TO

EXISTING LFG PIPING

EXISTING LFG PIPING FROM CONNECTION POINT TO

KNOCKOUT POT TO REMAIN IN SERVICE

EXISTING LFG PIPING TO REMAIN IN SERVICE

P1

CONNECT NEW 8" HDPE LEACHATE PIPE AND F.M. TO

EXISTING LEACHATE PIPING IMMEDIATELY OUTSIDE WET WELL,

SEE DETAIL SHEET C-502

LINER EDGE MARKER, TYP.

SEE DETAILS FOR EXACT LOCATION

CUT AND REMOVE EXISTING ACCESS ROAD WHEN NEW TEMPORARY ROAD IS FULLY OPERATIONAL.

INSTALL NEW PAVEMENT SECTION WHEN NEW LFG AND LEACHATE PIPES ARE CONNECTED TO

INFRASTRUCTURE AT THE FLARE STATION AND WHEN STORM WATER INFRASTRUCTURE IS COMPLETED.

THIS SECTION OF ROAD IS FINAL PERMANENT ACCESS TO THE BUS MAINTENANCE FACILITY, 1,450 S.Y. NEW SECTION

REMOVE EXISTING DRAINAGE PIPE AND CATCH BASIN

INSTALL 231 L.F. GUARDRAIL

REMOVE EXISTING STEEL GATE AND POSTS

REMOVE EXISTING LEACHATE PIPING CLEANOUT,

TYP. FOR ALL CLEANOUTS WITHIN GRADING LIMITS

M

E

X

I

S

T

.

 

E

.

P

.

PROPOSED TERRACE/DITCH TOE DRAIN

SEE ALSO SHEET C-104

VALVE 1

VALVE 2

REMOVE EXISTING DRAINAGE PIPE AND ESTABLISH ROADSIDE DITCH

DITCH IS 1' DEEP, 1' BOTTOM WIDTH, RECP MATTING WITH WATTLES

EXISTING RIPRAP TO BE REMOVED

AREA OF TEMPORARY NEW PAVEMENT SECTION

TO ALLOW FOR TURN TO TEMPORARY PORTION

OF NEW ACCESS ROAD

175 S.Y. NEW SECTION

TEMPORARY ACCESS ROAD

OVERLAY ENTIRE TEMP ACCESS

WITH 2-INCH BASE COURSE,

INCLUDING NEW SECTIONS

1,250 S.Y. OVERLAY

INSTALL 100 L.F. GUARDRAIL

EXISTING WALL TO REMAIN

THIS SECTION OF EXISTING FENCE TO REMAIN

THIS SECTION OF EXISTING FENCE TO BE

REMOVED ONLY AFTER NEW FENCE IS INSTALLED

PROPOSED FOUR 2-INCH PVC CONDUIT BANK

TERMINATE WITH RISER PIPE 24" ABOVE F.G. AND CAP

CONDUITS INCLUDE PULL BOXES, SEE DETAIL SHEET C-502

NOTE: SEE SHEET C-105 REGARDING ABANDONMENT OF

THE EXISTING SEDIMENT BASIN AND APPURTENANCES

#

#

#

#

#

#

#

#

#

PROPOSED LEACHATE COLLECTION PIPING CLEANOUT, TYP. OF 7

THE SECTION OF LEACHATE COLLECTION AND LFG PIPING FROM LINER

EDGE DOWNSTREAM TOWARDS PUMP STATION AT 3% SLOPE

TO ALLOW FOR STORM DRAINAGE PIPE P1A TO BE INSTALLED BENEATH

M

x  2680.0

S1B

P2

S1A

x  2674.0

x  2676.0

x  2678.0

x  2680.0

x  2678.0

x  2680.0

x  2676.0

BEGIN PAVEMENT OVERLAY

MILL 2" FOR 10' OR SAW CUT AND REMOVE 10' TO

ACCOMMODATE OVERLAY

PAVEMENT OVERLAY NOTE:

INITIAL TEMPORARY AND PERMANENT ACCESS ROAD TO

RECEIVE BASE COURSE ONLY.  INSTALL SURFACE COURSE

NEAR END OF PROJECT WHEN ALL FINAL ACCESS ROADS ARE

READY TO RECEIVE FINAL SURFACE COURSE

INSTALL 225 L.F. 6" ASPHALT CURB

INSTALL 6' x 4' ASPHALT FLUME (FULL PAVEMENT SECTION) TO DIVERT RUNOFF TO DITCH

EXISTING FENCE TO BE REMOVED

EXISTING FENCE TO BE REMOVED

EXISTING FENCE TO BE REMOVED

PROPOSED 24' DBL-SWING GATE IN 'INNER' FENCE

D3

PROPOSED 'INNER' FENCE

FINAL LOCATION DETERMINED BY OWNER

 DURING CONSTRUCTION

E

X

I

S

T

.

 

E

.

P

.

REMOVE EXISTING JUNCTION BOX

GROUT INLET AND OUTLET PIPES

REMOVE EXISTING STORM DRAINAGE PIPING AND STRUCTURE TO ACCOMMODATE NEW WORK

GROUT ENDS AT REMOVAL.  DETERMINE LIMITS OF REMOVAL IN FIELD

ENTRANCE AREA

PLAN

55 Broad Street

Asheville, NC 28801
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