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   FOLLOW RECOMMENDATIONS OF SOIL TESTS
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   NETTING, OR A MULCH ANCHORING TOOL.
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   INSPECT AND REPAIR MULCH FREQUENTLY. RE-FERTILIZE IN LATE WINTER

AutoCAD SHX Text
   ACCORDING TO SOIL TESTS

AutoCAD SHX Text
   (3 lb/1000 sq ft). MOW REGULARLY TO A HEIGHT OF 2" TO 4".

AutoCAD SHX Text
PS

AutoCAD SHX Text
1.

AutoCAD SHX Text
2.

AutoCAD SHX Text
3.

AutoCAD SHX Text
4.

AutoCAD SHX Text
5.

AutoCAD SHX Text
6.

AutoCAD SHX Text
7.

AutoCAD SHX Text
8.

AutoCAD SHX Text
9.

AutoCAD SHX Text
10.

AutoCAD SHX Text
11.

AutoCAD SHX Text
GENERAL: ALL EROSION CONTROL MEASURES ARE TO BE PERFORMED IN STRICT ACCORDANCE WITH
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REQUIREMENTS OF THE NORTH CAROLINA DEPARTMENT OF ENVIRONMENTAL QUALITY (NCDEQ), DIVISION
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OF ENERGY, MINERAL, AND LAND RESOURCES (DEMLR), LAND QUALITY SECTION. THE FOLLOWING
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CONSTRUCTION SEQUENCE SHALL BE COMPLIED WITH FOR ALL WORK.
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COPY OF THE "EROSION AND SEDIMENT CONTROL APPROVAL" FROM THE NORTH CAROLINA DEPARTMENT
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OF ENVIRONMENTAL QUALITY (NCDEQ). DIVISION OF ENERGY, MINERAL, AND LAND RESOURCES (DEMLR),
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DIVISION OF LAND QUALITY, OR THE LOCAL AUTHORIZED PROGRAM. THE APPROVAL NOTICE MUST BE
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AVAILABLE ON-SITE DURING ALL GRADING AND CONSTRUCTION ACTIVITIES.
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INSTALL ALL EROSION CONTROL MEASURES AS REQUIRED BY THE NORTH CAROLINA DEPARTMENT OF
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ENVIRONMENTAL QUALITY, DIVISION OF ENERGY, MINERAL, AND LAND RESOURCES, LAND QUALITY
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SECTION.
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NOTE: ALL UTILITY INSTALLATION WITHIN 25' OF A RIVER OR STREAM BANK SHALL BE INSTALLED PER
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STREAM PROTECTION DURING EXCAVATION DETAIL. NATIVE SEEDING AND MULCHING SHALL BE COMPLETED DAILY
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IN AREAS NOTED AS STREAM PROTECTION AREAS. SILT FENCE IN THESE AREAS SHALL NOT BE
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INSTALLED CLOSER THAN 5' FROM CREEK BANK UNLESS FIELD CONDITIONS PREVENT SUFFICIENT
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CLEARANCE. ALL SILT FENCES SHALL BE INSPECTED AND CLEANED AS NEEDED AFTER EACH RAIN.
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NO WORK SHALL BE PERFORMED IN STREAM FROM OCTOBER 15 TO APRIL 15 (TO ACCOMMODATE COE
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AND DWQ RECOMMENDATIONS CONCERNING WORK IN TROUT WATERS.)
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CONTRACTOR IS TO PLACE PERMANENT STAKES MARKING CLEARLY THE 25' BUFFER FOR STREAMS
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WHERE SHOWN ON THE PLANS AND THE MARKERS ARE TO BE VISIBLE AT ALL TIMES DURING
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CONSTRUCTION.
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OBTAIN CERTIFICATE OF COMPLIANCE THROUGH ON-SITE INSPECTION BY A REPRESENTATIVE OF THE
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NORTH CAROLINA DEPARTMENT OF ENVIRONMENTAL QUALITY, DIVISION OF ENERGY, MINERAL, AND LAND
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RESOURCES, LAND QUALITY SECTION.
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CONSTRUCTION SHALL BE LIMITED TO 2000' OF CONTIGUOUS ROAD CORRIDOR UNTIL ALL CUTS, FILLS,
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AND DITCHES ARE STABILIZED FOR THAT 2000' SECTION.  UPON STABILIZATION OF THAT SECTION
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ANOTHER 2000' SECTION CAN BE CONSTRUCTED AND STABILIZED.
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ALL STREAM CROSSINGS AND PERENNIAL STREAMS WILL BE ALIGNED WITH THE NATURAL STREAM
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PATTERNS ABOVE AND BELOW THE PROPOSED ROAD.  ARCH CULVERTS WILL BE USED AND FOOTERS
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WILL BE CONSTRUCTED IN UNDISTURBED BANKS AWAY FROM THE STREAM FLOW.
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PROCEED WITH GRADING, CLEARING AND GRUBBING. NOTE: NO OFF SITE DISPOSAL OF MATERIAL IS
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ALLOWED UNLESS THE DISPOSAL SITE HAS AN APPROVED EROSION CONTROL PLAN.
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SEED AND PLACE EROSION CONTROL MATTING ON ALL UPLAND CUT AND FILL SLOPES THAT ARE NOT
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ROCK IMMEDIATELY UPON COMPLETION OF SLOPE STABILIZATION.
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ALL TEMPORARY STREAM AND CREEK CROSSINGS FOR EQUIPMENT DURING CONSTRUCTION SHALL BE
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MADE USING TEMPORARY BRIDGES. NO STREAM BANK OR STREAM BED DISTURBANCE SHALL BE
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ALLOWED FOR EQUIPMENT CROSSINGS.
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SEED AND MULCH DENUDED AREA WITHIN TIME FRAME SPECIFIED (SEE TABLE). SEED AND SOIL
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AMENDMENTS SHALL BE PLACED ON A PREPARED SEEDBED AT THE FOLLOWING RATES PER ACRE.
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STRAW MULCH SHALL BE TACKED WITH TACKING AGENT APPLIED BY HYDROSEEDER.
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CREEPING RED FESCUE                         100 LBS   (NATURAL AREAS AND STREAMBANKS)
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    RYE GRAIN (SECALE CEREALE)                 120 LBS
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IF HYDROSEEDING, WOOD CELLULOSE MAY BE USED IN ADDITION TO STRAW MULCH AT THE RATE OF
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1,000 LBS PER ACRE.
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ALL SEEDING SHALL BE MAINTAINED, WATERED ETC.., UNTIL A PERMANENT VEGETATIVE GROUND COVER
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IS ESTABLISHED OVER ALL DISTURBED AREAS. FOR ALL SLOPES 2:1 OR STEEPER ADD TO THE ABOVE:
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    PURGE LIVE SEED SWITCHGRASS                                  4 LBS
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    BROWNTOP MILLET OR PEARL MILLET (PENNISETUM GLAUCUM)        8 LBS
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    GRAIN SORGHUM (SORGHUM BICOLOR (L.) MOENCH SSP. BICOLOR)    2 LBS
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ALL SLOPES 2:1 OR STEEPER SHALL BE COVERED BY EROSION CONTROL MATTING.
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THE CORRECT SEEDBED   pH IS 5.5 TO 6.5.
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APPLY ZERO NITROGEN AT PLANTING.
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INCORPORATE SOIL AMENDMENTS INTO TOPSOIL/ROOT ZONE BEFORE SEEDING.
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FIRM SEEDBED BEFORE SEEDING (TRAVEL WITH DOZER CLEATS).
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SEEDING DEPTH FOR ALL NATIVE SSP. EXCEPT E.GAMAGRASS (TRIPSACUM DACTYLOIDES) NEED TO BE
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1/4" - 1/2". GREATER DEPTHS CAUSE HIGH SEED MORTALITY.
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SPECIALIZED SEEDING IMPLEMENTS ARE REQUIRED. SEED MIXES AND RATES TO MATCH SEEDER USED. A
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NO-TILL, DROP SEEDER OR BROADCASTER WITH PRECISION METERING TO CONTROL SMALL SEED FLOW
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AND PICKER WHEEL AGITATORS TO HANDLE FLUFFY SEED ARE BEST SUITED FOR NATIVE SEED.
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1. NATIVE SEED MIX SHALL BE APPLIED AT A RATE OF 20 LBS./AC. AND INCLUDE THE FOLLOWING NATIVE SEED MIX SHALL BE APPLIED AT A RATE OF 20 LBS./AC. AND INCLUDE THE FOLLOWING SPECIES:  25% - BIG BLUESTEM (ANDROPOGON GERARDII) 25% - INDIAN GRASS (SORGHASTRUM NUTANS) 25% - LITTLE BLUESTEM (SCHIZACHYRIUM SCOPARIUM) 25% - SWITCHGRASS (PANICUM VIRGATUM) 2. ADDITIONALLY A TEMPORARY COVER/NURSE CROP MIX SHALL BE APPLIED AT A RATE OF 25 ADDITIONALLY A TEMPORARY COVER/NURSE CROP MIX SHALL BE APPLIED AT A RATE OF 25 LBS./ACRE AS FOLLOWS:  AUGUST THRU MAY - GREENRYE (SECALE CEREALE)                              MAY 1 THRU AUGUST - MILLET (PENNISETUM GLAUCUM)  3. LIVE STAKE SPECIES SHALL CONSIST OF THE FOLLOWING:   LIVE STAKE SPECIES SHALL CONSIST OF THE FOLLOWING:   25% - SILKY DOGWOOD (CORNUS AMOMUM)  25% - SILKY WILLOW (SALIX SERICEA)  25% - HAZEL ALDER (ALNUS SERRULATA) 25% - ELDERBERRY (SAMBUUS CANADENSIS)  4. ANY SUBSTITUTIONS OR VARIATIONS FROM SPECIFICATIONS ABOVE SHALL BE APPROVED BY THE ANY SUBSTITUTIONS OR VARIATIONS FROM SPECIFICATIONS ABOVE SHALL BE APPROVED BY THE PROJECT ENGINEER.  5. NO FERTILIZER SHALL BE USED WITHIN 10' OF TOP OF STREAM OR RIVER BANK.   NO FERTILIZER SHALL BE USED WITHIN 10' OF TOP OF STREAM OR RIVER BANK.   6. MAINTAIN SOIL EROSION CONTROL MEASURES UNTIL PERMANENT GROUND COVER IS ESTABLISHED.   MAINTAIN SOIL EROSION CONTROL MEASURES UNTIL PERMANENT GROUND COVER IS ESTABLISHED.   7. REQUEST FINAL APPROVAL BY THE NORTH CAROLINA DEPARTMENT OF ENVIRONMENTAL QUALITY, REQUEST FINAL APPROVAL BY THE NORTH CAROLINA DEPARTMENT OF ENVIRONMENTAL QUALITY, DIVISION OF ENERGY, MINERAL, AND LAND RESOURCES, LAND QUALITY SECTION.  8. REMOVE SOIL EROSION CONTROL MEASURES AND STABILIZE THESE AREAS.REMOVE SOIL EROSION CONTROL MEASURES AND STABILIZE THESE AREAS.
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WALL INTERIOR, WITH WATER TIGHT JOINTS, BACKFILLED WITH # 57 WASHED STONE  UP TO MIN. 6" OVER
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WHERE SPECIFIED, ALL STORM DRAIN PIPE SHALL BE HIGH DENSITY POLYETHYLENE (HDPE). SMOOTH
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WHERE SPECIFIED, STORM DRAIN PIPE SHALL BE REINFORCED CONCRETE PIPE (RCP) CONFORMING TO
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AASHTO M-170, AS CONTAINED IN NCDOT STANDARD SPECIFICATION 1032-9 FOR WALL "B" TYPE.
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U.S. FOUNDRY OR EQUAL. DROP INLET FRAME AND GRATE SHALL BE NEENAH R-3339A OR EQUAL.
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9.   ALL UPLAND AREAS WHERE THERE IS EXPOSED DIRT SHALL BE SEEDED, FERTILIZED AND MULCHED 
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ACCORDING TO THE SPECIFICATIONS. THE FINISHED SURFACE SHALL BE TO GRADE AND SMOOTH, 
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FREE OF ALL ROCKS LARGER THAN 3", EQUIPMENT TRACKS, DIRT CLODS, BUMPS, RIDGES AND 
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GOUGES PRIOR TO SEEDING; THE SURFACE SHALL BE LOOSENED TO A DEPTH OF %%P4"-6" TO
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ACCEPT SEED. THE CONTRACTOR SHALL NOT PROCEED WITH SEEDING OPERATIONS WITHOUT FIRST
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OBTAINING THE ENGINEER'S APPROVAL OF THE GRADED SURFACE. ALL SEEDING SHALL BE
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PERFORMED BY A MECHANICAL "HYDRO-SEEDER". HAND SEEDING SHALL BE AUTHORIZED ON AN AREA

AutoCAD SHX Text
11.  CONTRACTOR SHALL VERIFY ALL ELEVATIONS BEFORE INSTALLATION OF FACILITIES.
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12.  CATCH BASINS CAST-IN-PLACE SHALL CONFORM TO THE REQUIREMENTS OF NCDOT STANDARD
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SPECIFICATIONS FOR ROADS AND STRUCTURES (LATEST EDITION) ARTICLES 840-1 THROUGH 840-3.
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CURB INLET CATCH BASIN SHALL CONFORM TO NCDOT STANDARD DETAILS 840.02

AutoCAD SHX Text
THROUGH 840.04. DROP INLETS SHALL CONFORM TO STANDARD DETAIL 840.14. JUNCTION
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13.  CURB INLET FRAME, GRATE AND HOOD SHALL BE NEENAH R-3233D, PRODUCTS BY DEWEY BROS.,
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FIELD INLET COVER SHALL CONFORM TO NCDOT STANDARD DETAIL 840.04, OPENING FACING UPSTREAM.
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14.  CONCRETE AND MASONRY SHALL MEET THE REQUIREMENTS OF APPROPRIATE SECTION OF NCDOT

AutoCAD SHX Text
STANDARD SPECIFICATIONS FOR ROAD AND STRUCTURES (LATEST EDITION). CONCRETE SHALL
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BE CLASS A OR B, 4000 PSI MINIMUM, MEETING THE REQUIREMENTS OF SECTION 1000,
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CONSTRUCTED IN ACCORDANCE WITH SECTION 825. MASONRY SHALL MEET THE REQUIREMENTS 
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15.  TOPS OF PROPOSED FRAMES AND GRATES SHALL BE FLUSH WITH FINISHED GRADE.
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16.  PRE CAST CONCRETE BOXES ARE ACCEPTABLE ALTERNATIVES FOR PROPOSED CATCH BASINS. 
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B.   SOLID WASTES TO BE REMOVED, SUCH AS SIDEWALKS, CURBS, PAVEMENT, ETC., MUST BE

AutoCAD SHX Text
PLACED IN SPECIFIC DISPOSAL AREAS DELINEATED ON THE PLANS OR REMOVED FROM THE 
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AutoCAD SHX Text
OF 2'. THE CONTRACTOR SHALL MAINTAIN SPECIFIED COMPACTION REQUIREMENTS IN THESE
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AREAS. WHEN DISPOSAL SITES ARE NOT PROVIDED, THE CONTRACTOR SHALL REMOVE THIS 
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AutoCAD SHX Text
C.   ABANDONED UTILITIES SUCH AS CULVERTS, WATER PIPE, HYDRANTS, CASTINGS, PIPE
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APPURTENANCES, UTILITY POLES, ETC., SHALL BE THE PROPERTY OF THE SPECIFIC UTILITY
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AGENCY, OR COMPANY HAVING JURISDICTION. BEFORE THE CONTRACTOR CAN REMOVE,
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DESTROY, SALVAGE, REUSE, SELL OR STORE FOR HIS OWN USE ANY ABANDONED UTILITY,
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HE MUST PRESENT TO THE OWNER WRITTEN PERMISSION FROM THE UTILITY INVOLVED.
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6.   IN THE EVENT EXCESSIVE GROUNDWATER OR SPRINGS ARE ENCOUNTERED WITHIN THE LIMITS OF 
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7.   THE CONTRACTOR IS RESPONSIBLE FOR THE COORDINATION OF ADJUSTMENT OF ALL UTILITY
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SURFACE ACCESSES WHETHER HE PERFORMS THE WORK OR A UTILITY COMPANY PERFORMS THE WORK.
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8.   THE CONTRACTOR SHALL CONTROL ALL "DUST" BY PERIODIC WATERING AND SHALL PROVIDE ACCESS
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AT ALL TIMES FOR PROPERTY OWNERS WITHIN THE PROJECT AREA AND FOR EMERGENCY VEHICLES.
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BOXES SHALL CONFORM TO STANDARD DETAIL 840.31.
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1.   FINISH GRADE TOLERANCES SHALL BE AS NOTED IN THE SPECIFICATIONS. THE ENGINEER MAY

AutoCAD SHX Text
MAKE GRADE CHANGES AS REQUIRED IN THE FIELD WITHOUT EFFECTING THE UNIT BID PRICE
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2.   UNLESS OTHERWISE STATED, ALL FILL AREAS SHALL BE CONSTRUCTED IN LAYERS OF 8" MAXIMUM
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THICKNESS, WITH WATER ADDED OR SOIL CONDITIONED TO THE OPTIMUM MOISTURE CONTENT AS 
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AutoCAD SHX Text
ASTM D698 OR AASHTO-99 UNLESS SPECIFIED IN OTHER SPECIFICATIONS.
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3.   ENTIRE AREA TO BE GRADED SHALL BE CLEARED AND GRUBBED. NO FILL SHALL BE PLACED ON  
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4.   ALL SOIL EROSION CONTROL MEASURES REQUIRED BY THE GRADING PLAN SHALL BE PERFORMED
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PRIOR TO GRADING, CLEARING OR GRUBBING. ALL EROSION CONTROL DEVICES SUCH AS SILT 
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FENCES, ETC., SHALL BE MAINTAINED IN WORKABLE CONDITION FOR THE LIFE OF THE PROJECT
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ANY AREA NOT CLEARED AND GRUBBED.
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D.   NO SITE BURNING IS PERMITTED.
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10.  ALL CORRUGATED METAL STORM DRAIN PIPE (CMP) SHALL BE ALUMINIZED TYPE 2 CORRUGATED STEEL 
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17.  ALL RETAINING WALLS SHOWN WILL BE DESIGNED BY A LICENSED NORTH CAROLINA PROFESSIONAL

AutoCAD SHX Text
     ENGINEER PRIOR TO PERMITTING AND CONSTRUCTION OF THE WALL.
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1.  ALL CONSTRUCTION SHALL CONFORM TO THE STANDARDS AND SPECIFICATIONS OF THE CITY OF WAYNESVILLE AND HAYWOOD COUNTY 2. PROPERTY, RIGHT-OF-WAY, AND TOPOGRAPHIC INFORMATION ARE FROM A SURVEY PERFORMED BY MCGILL ASSOCIATES IN JULY 2022 PROPERTY, RIGHT-OF-WAY, AND TOPOGRAPHIC INFORMATION ARE FROM A SURVEY PERFORMED BY MCGILL ASSOCIATES IN JULY 2022 EXCEPT WHERE NOTED ON C2.0. 3.  CONTRACTOR SHALL REPAIR ALL DISTURBED AREAS TO EQUAL OR BETTER CONDITION THAN THE ORIGINAL SITE, OR AS NOTED.  4. LOCATIONS OF EXISTING UTILITIES AS SHOWN ARE APPROXIMATE ONLY.  EXACT  LOCATIONS  ARE TO BE VERIFIED IN THE FIELD BY THE CONTRACTOR.  AT LEAST THREE DAYS PRIOR TO CONSTRUCTION CONTRACTOR MUST NOTIFY EXISTING UTILITY OWNERS. CALL BEFORE YOU DIG, NORTH CAROLINA ONE CALL (1-800-632-4949).  5.  ALL WORK NEAR AND AROUND WATERWAYS MUST CONFORM TO THE RULES OF THE NORTH CAROLINA DEPARTMENT OF ENVIRONMENT AND NATURAL RESOURCES, DIVISION OF WATER POLLUTION CONTROL. 6.  CONTRACTOR MUST PROVIDE EROSION CONTROL DEVICES TO CONTROL RUNOFF FROM THE  CONSTRUCTION SITE.  CONTRACTOR WILL BE RESPONSIBLE FOR ANY FINES THAT MAY BE LEVIED DUE TO POLLUTION CREATED DURING CONSTRUCTION.  7.  CONTRACTOR SHALL FOLLOW ALL FEDERAL, STATE, AND LOCAL REGULATIONS PERTAINING TO CONSTRUCTION OPERATIONS.  8.  SEE PROJECT SPECIFICATIONS FOR ADDITIONAL INFORMATION.  9.  CONTRACTOR SHALL NOTIFY THE PROPER LOCAL AUTHORITIES 24 HOURS PRIOR TO ANY ROAD BEING CLOSED FOR CONSTRUCTION, INCLUDING BUT NOT LIMITED TO THE LOCAL NEWSPAPER, RADIO STATION, FIRE DEPARTMENT, COUNTY SHERIFF'S DEPARTMENT, AMBULANCE, AND THE COUNTY EMERGENCY MANAGEMENT AGENCY. ALL TRAFFIC CONTROL SHALL CONFORM TO THE REQUIREMENTS OF THE NORTH CAROLINA DEPARTMENT OF TRANSPORTATION.  10.  ALL FENCES DAMAGED DURING CONSTRUCTION SHALL BE REPLACED WITH LIKE MATERIAL IN A WORKMANLIKE MANNER AND IN ACCORDANCE WITH STANDARD FENCE CONSTRUCTION PRACTICES AT THE CONTRACTOR'S EXPENSE.  11.  CONTRACTOR SHALL BE RESPONSIBLE FOR ANY DAMAGE TO EXISTING ROADS DURING CONSTRUCTION AND SHALL REPAIR ROADS PER REQUIREMENTS OF THE NORTH CAROLINA DEPARTMENT OF TRANSPORTATION. NO OPEN CUTS OF EXISTING ROADS SHALL BE ALLOWED EXCEPT WHERE INDICATED ON THE DRAWINGS OR WHERE SPECIFIC PERMISSION IS GRANTED BY THE NORTH CAROLINA DEPARTMENT OF TRANSPORTATION. SAND OR A SIMILAR MATERIAL APPROVED BY THE NORTH CAROLINA DEPARTMENT OF TRANSPORTATION SHALL BE PLACED AS A PROTECTIVE BARRIER BETWEEN TRACK EQUIPMENT AND THE ROAD AND CLEANED UP PROPERLY AFTER CONSTRUCTION.  12.  PRIOR TO COMMENCING WORK OR ORDERING STRUCTURES, THE CONTRACTOR SHALL POTHOLE ALL EXISTING UNDERGROUND UTILITIES WHERE THE PROPOSED UNDERGROUND PIPING AND APPURTENANCES CROSS THE EXISTING UTILITY AT THE CROSSING LOCATION.  THE LOCATION AND ELEVATION OF THE EXISTING UTILITY SHALL BE REPORTED TO THE ENGINEER AND THE ENGINEER NOTIFIED OF ALL POTENTIAL CONFLICTS.  THE CONTRACTOR SHALL BACKFILL ALL POTHOLES. 
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13.  ROUTING, CONNECTIVITY, SIZES AND MATERIALS OF EXISTING UNDERGROUND WATER, SEWER, AND GAS ARE SHOWN ACCORDING TO SITE  ROUTING, CONNECTIVITY, SIZES AND MATERIALS OF EXISTING UNDERGROUND WATER, SEWER, AND GAS ARE SHOWN ACCORDING TO SITE DRAWINGS PROVIDED BY THE OWNER, AVAILABLE AS-BUILT DRAWINGS, AND UTILITY MAPS. 14.  ALL WORK SHALL BE PERFORMED IN A MANNER THAT MINIMIZES UTILITY OUTAGES TO CUSTOMERS. THE CONTRACTOR SHALL  ALL WORK SHALL BE PERFORMED IN A MANNER THAT MINIMIZES UTILITY OUTAGES TO CUSTOMERS. THE CONTRACTOR SHALL COORDINATE SHUT-DOWN OF ANY UTILITIES WITH THE UTILITY PROVIDER AND THE OWNER PRIOR TO PERFORMING THE SHUT-DOWN.  15.  THE CONTRACTOR SHALL PROVIDE FITTINGS, JOINT RESTRAINT, AND THRUST BLOCKING AS NECESSARY TO CONNECT THE PROPOSED WATER LINES TO THE EXISTING WATER LINES WHERE SHOWN AND ROUTE THE PROPOSED WATER LINES AS SHOWN WITHIN THE ALLOWABLE JOINT DEFLECTION PARAMETERS DEFINED BY THE PIPE MANUFACTURER. 16.  IF ANY HAZARDOUS MATERIALS ARE DISCOVERED DURING CONSTRUCTION, THE CONTRACTOR SHALL STOP WORK AND NOTIFY THE ENGINEER.  HAZARDOUS MATERIALS INCLUDE, BUT ARE NOT LIMITED TO, ASBESTOS, LEAD PCB'S AND MERCURY. 17.  REFER TO GEOTECHNICAL REPORT AND LIMITED ENVIRONMENTAL ASSESSMENT PREPARED BY BLE, CORP. DATED JUNE 04, 2021 AND MAY 28, 2021 FOR HAYWOOD COUNTY DETENTION CENTER EXPANSION, WAYNESVILLE, NORTH CAROLINA FOR INFORMATION AND RECOMMENDATIONS RELATED TO THE EXISTING SITE SOILS. 18.  THE EXISTING DETENTION FACILITY SHALL REMAIN FULLY OPERATIONAL THROUGHOUT CONSTRUCTION.  THE CONTRACTOR SHALL VERIFY LOCATION, ROUTING, AND DEPTH OF EXISTING UTILITIES CROSSING THE CONSTRUCTION SITE.  IF EXISTING UTILITIES ARE DISCOVERED TO BE IN CONFLICT WITH PROPOSED CONSTRUCTION, THE CONTRACTOR SHALL COORDINATE RELOCATION OF THE EXISTING UTILITY WITH THE OWNER AND ENGINEER TO MAINTAIN SERVICE TO THE EXISTING DETENTION FACILITY. 19.  THE CONTRACTOR SHALL MAINTAIN CONTINUOUS VEHICLE ACCESS TO THE EXISTING DETENTION FACILITY SALLY PORT THROUGHOUT PROJECT CONSTRUCTION.  20.  THE CONTRACTOR SHALL MAINTAIN A CONTINUOUS SECURE PERIMETER AROUND THE EXISTING JAIL FACILITY THROUGHOUT PROJECT CONSTRUCTION.  21.  THE CONTRACTOR SHALL PROVIDE A BORROW SITE FOR IMPORTING SOIL MATERIAL TO ESTABLISH PROPOSED SITE GRADES.  THE BORROW SITE MUST BE PERMITTED FOR EROSION CONTROL THROUGH NCDEQ AND THE CONTRACTOR SHALL PROVIDE NECESSARY TEMPORARY AND PERMANENT EROSION CONTROL MEASURES.  THE CONTRACTOR SHALL PROVIDE EROSION CONTROL PERMITTING FOR THE BORROW SITE IF THE SITE IS NOT CURRENTLY PERMITTED, OR MODIFICATION OF THE EXISTING PERMIT IF MODIFICATION IS NECESSARY. 22. THE CONTRACTOR SHALL MAINTAIN ALL OPERATIONAL UTILITIES TO THE EXISTING STRUCTURES NOTED TO REMAIN. COORDINATE WITH THE CONTRACTOR SHALL MAINTAIN ALL OPERATIONAL UTILITIES TO THE EXISTING STRUCTURES NOTED TO REMAIN. COORDINATE WITH THE ELECTRIC AND OTHER DRY UTILITIES TO RELOCATE SERVICE LINES AND MAINTAIN OPERATIONS AS REQUIRED. EXISTING UTILITY POLES LOCATED BEHIND THE EXISTING DETENTION FACILITY REQUIRE REMOVAL. ELECTRIC AND DRY UTILITY SERVICES TO THE EXISTING BUILDING MAY BE FED FROM THE UTILITY POLES.
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GRAPHICS SYMBOLS LEGEND

FIRE ALARM LEGEND POWER LEGEND

SYMBOL DESCRIPTION SYMBOL DESCRIPTION

COMMUNICATIONS LEGEND

NOTE: REFER TO APPLICABLE OUTLET DETAIL FOR BOX, CONDUIT REQUIREMENTS, CABLING AND TERMINAL
JACK REQUIREMENTS.

GENERAL NOTES

. THE CONTRACT DOCUMENTS ARE COMPLEMENTARY AND WHAT IS REQUIRED BY ONE SHALL BE AS BINDING
AS IF REQUIRED BY ALL. IN THE CASE OF A CONFLICT, DISAGREEMENT, OR AMBIGUITY, PROVIDE THE BETTER
QUALITY. IN THE CASE OF A CONFLICT, DISAGREEMENT, OR AMBIGUITY, PROVIDE THE GREATER QUANTITY
OF WORK.

SPACE IDENTIFICATION TAG

SPACE NUMBER
BUILDING AREA (WHEN USED)

DUPLEX RECEPTACLE, NEMA 5-20R, MOUNT AT +1'-6"AFF.
DUPLEX RECEPTACLE, NEMA 5-20R, MOUNT AT +3'-10"AFF.
DUPLEX RECEPTACLE, NEMA 5-20R, MOUNT AT +7'-6"AFF.
GFCI DUPLEX RECEPTACLE, NEMA 5-20R, MOUNT AT +1'-6"AFF.

GFCI DUPLEX RECEPTACLE, NEMA 5-20R, MOUNT AT +1'-6"AFF. PROVIDE NEMA 3R "WHILE IN USE"
ENCLOSURE.

GFCI DUPLEX RECEPTACLE, NEMA 5-20R, MOUNT AT +3'-10"AFF.

SYMBOL DESCRIPTION
TELECOMMUNICATIONS OUTLET. MOUNT AT +3'-10"AFF.

FIRE ALARM AUDIO/VISUAL NOTIFICATION DEVICE, MOUNT AT 80" AFF AND NOT MORE THAN 96”.
xx SUBSCRIPT NUMBER INDICATES STROBE CANDELA RATING.

. FOLLOW MOUNTING HEIGHTS INDICATED IN THE ELECTRICAL LEGEND UNLESS OTHERWISE INDICATED.

SECTION WHERE CUT MEASURE ALL MOUNTING HEIGHTS FROM THE DEVICE CENTER LINE UNLESS OTHERWISE INDICATED.
—— SECTION NUMBER

e—— DRAWING WHERE SECTION IS INDICATED

FIRE ALARM VISUAL STROBE NOTIFICATION DEVICE, 80" AFF AND NOT MORE THAN 96”. SUBSCRIPT TELECOMMUNICATIONS OUTLET. MOUNT AT +1'-6"AFF.

xx NUMBER INDICATES STROBE CANDELA RATING.

[> [K

INMATE PHONE. COORDINATE MOUNTING HEIGHT WITH ARCHITECTURAL DRAWINGS. REFER TO DETAIL . FIELD VERIFY EXACT FEEDER LOCATIONS FOR MECHANICAL EQUIPMENT PRIOR TO ROUGH-IN.
ON DRAWINGS E4.1 FOR CONDUIT AND BOX REQUIREMENTS. PROVIDE ONE CAT 6a DATA CABLE TO

INMATE PHONE ROOM AND A SINGLE GANG FACEPLATE PER OUTLET.

FIRE ALARM AUDIO/VISUAL NOTIFICATION DEVICE WITH DEVICE GUARD, 80" AFF AND NOT MORE THAN . EQUIPMENT CONNECTIONS ARE INDICATED IN THEIR APPROXIMATE LOCATIONS. VERIFY EXACT LOCATIONS

I N~
N
¢ O
O
ap pd
L] i
A ~
|_
¥ — g
x
? | %
= 1
ENLARGED PLAN WHERE CUT ﬁ 96". SUBSCRIPT NUMBER INDICATES STROBE CANDELA RATING. #/# INDICATES STROBE SETTING AND |.|.T|.| OF ALL CONNECTIONS WITH OTHER TRADES SUPPLYING EQUIPMENT TO AVOID CONFLICTS AT INSTALLATION. Q
— ENLARGED PLAN NUMBER xx REDUCED EFFECTIVE OUTPUT WHEN DEVICE GUARD IS PRESENT. ®  DOUBLE DUPLEX RECEPTACLE, NEMA 5-20R, MOUNT AT +1-6"AFF. VIDEO VISIT STATION, MOUNT BESIDE RECEPTACLE. COORDINATE MOUNTING HEIGHT WITH LOCATE ALL SIITCHES FOR LOGAL CONTROL OF LIGHTING ON STRIKE SIOE OF SINGLE DOORS UNLESS N
«—— DRAWING WHERE ENLARGED PLAN IS INDICATED FA!  FIRE ALARM VISUAL STROBE NOTIFICATION DEVICE, 80" AFF AND NOT MORE THAN 96. SUBSCRIPT B DOUBLE DUPLEX RECEPTACLE, NEMA 5-20R, MOUNT AT +3-10°AFF ARCHITECTURAL DRAWINGS. " OTHERWISE INDICATED. |::)
|f| NUMBER INDICATES STROBE CANDELA RATING. #/# INDICATES STROVE SETTING AND REDUCED ’ ' ' CATV OUTLET, MOUNT BESIDE RECEPTACLE. COORDINATE MOUNTING HEIGHT WITH ARCHITECTURAL n
DETAIL TAG xx EFFECTIVE OUTPUT WHEN DEVICE GUARD IS PRESENT. $ VIDEO VISIT STATION, DUPLEX RECEPTACLE, NEMA 5-20R. COORDINATE MOUNTING HEIGHT WITH DRAWINGS. . PROVIDE SPECIFIC BREAKER ARRANGEMENT FOR THE PANEL BOARDS WHEREVER PHYSICALLY POSSIBLE. g >
_ . PROVIDE AS-BUILT DRAWINGS INDICATING ACTUAL BRANCH CIRCUIT ARRANGEMENT. PROVIDE TYPE -
[ DETAL NUMBER FIRE ALARM AUDIO/VISUAL NOTIFICATION DEVICE, CEILING MOUNTED. SUBSCRIPT NUMBER ARCHITECTURAL DRAWINGS TELECOMMUNICATIONS EQUIPMENT RACK. WR(I)TTEN P/SANISLBOARD DIRCE;(S)TORI(I:ES INSICP?TIHG ACTUA(E BISAN((:)UH CIRCUIT%RRANGEMEONT. o
«— DRAWING WHERE DETAIL IS INDICATED INDICATES STROBE CANDELA RATING. fF CATV OUTLET, DUPLEX RECEPTACLE, NEMA 5-20R. COORDINATE MOUNTING HEIGHT WITH >
ARCHITECTURAL DRAWINGS. 2 EMT CONDUIT SLEEVE WITH NYLON BUSHING EACH END UNO, THRU WALL AT +6” ABOVE FINISHED . PROVIDE AS-BUILT DRAWINGS INDICATING ACTUAL BRANCH CIRCUIT ARRANGEMENT. PROVIDE %‘ <
@ FIRE ALARM VISUAL STROBE NOTIFICATION DEVICE, CEILING MOUNTED. SUBSCRIPT NUMBER CEILING. TYPEWRITTEN PANELBOARD DIRECTORIES INDICATING ACTUAL BRANCH CIRCUIT ARRANGEMENT. HAND > o
«x INDICATES STROBE CANDELA RATING. [ [NON-] METALLIC SURFACE RACEWAY, DEVICES AS INDICATED, MOUNT AT +1'-6"AFF, UNO. WRITTEN SCHEDULES ARE NOT ACCEPTABLE. <o
TGB | TELECOMMUNICATIONS GROUND BUS BAR, MOUNT AT +1'-6"AFF. mQ
= @ JUNCTION BOX, CONCEALED ABOVE CEILING, UNO. . ALL CONDUIT RUNS INDICATED ARE DIAGRAMMATIC, COORDINATE ROUTING IN ALL SPACES WITH OTHER 29
] L A S BT AT MU D oL M, e o L
DG WP ERE DETAILIS INDICATED S EFFEGTIVE OUTPUT WHEN DEVICE GUARD IS PRESENT. ENCLOSED CIRCUIT BREAKER, CHARACTERISTICS AS INDICATED. CABLE TRAY, MOUNT AT +6" ABOVE FINISHED CEILING. - ALL PANELBOARDS INDICATED ARE HOUSED IN A SINGLE WIDTH ENCLOSURE, UNO. THE CONTRACTOR SHALL ] S g
DRAWING WHERE DETAIL IS CUT [0 MUSHROOM SWITCH, HEAVY DUTY WITH LEGEND PLATE. MOUNT W/HANDLE AT +3-10" AFF, UNO. RE FIELD VERIFY ROOM LAYOUT AND ADJUST ACCORDINGLY, AT NO COST TO THE OWNER, IF PROVIDING ANY A = B
ADDITIONAL DRAWING REFERENCES — PANELBOARD ENCLOSURES. m <L O
FIRE ALARM VISUAL STROBE NOTIFICATION DEVICE, CEILING MOUNTED. SUBSCRIPT NUMBER 7 MANUAL MOTOR STARTER, OVERLOAD PROTECTION AS REQUIRED PER NAME PLATE RATINGS, WITH 8 0 2
INDICATES STROBE CANDELA RATING. #/ # INDICATES STROVE SETTING AND REDUCED EFFECTIVE 'ON' INDICATOR PILOT LIGHT. FLUSH MOUNT W/HANDLE AT +3'-10"AFF, UNO. LIG HTI NG LEG EN D . WHERE POWER AND COMMUNICATION OUTLETS ARE INDICATED IN CLOSE PROXIMITY ON THE DRAWINGS, - ﬁ O
1 SECTION TITLE XX 5UTPUT WHEN DEVICE GUARD IS PRESENT. FIELD COORDINATE THE LOCATIONS TO PLACE THE OUTLETS ADJACENT TO EACH OTHER. m - ® o
> L= [ DISCONNECT SWITCH, FUSIBLE OR NON-FUSIBLE AS INDICATED. MOUNT W/HANDLE AT +4'-6"AFF, UNO. oo E
= MAGNETIC MOTOR STARTER, WITH OVERLOAD RELAYS AS REQUIRED TO SERVE MANUFACTURER SYMBOL DESCRIPTION - ALL EXTERIOR RECEPTACLES SHALL BE LABELED “WR' - WEATHER RESISTANT. i 55
SECTION NUMBER FIRE ALARM MANUAL PULL STATION. MOUNT AT +3-10°AFF. X  REQUIREMENTS OF EQUIPMENT SERVED. PROVIDE WITH HAND-OFF-AUTOMATIC SELECTOR SWITCH S LIGHT SWITCH, RATED 120/277 VOLTS, 20-AMPS, MOUNT AT +3-10"AFF. SUBSCRIPT/SUPERSCRIPT . WHEN GROUPING MULTIPLE LINE TO NEUTRAL BRANCH CIRCUITS IN A CONDUIT, PROVIDE DEDICATED rS g
Bsﬁwmg WHEEE ggg:gm :g lé\lL?TICATED FIRE ALARM KEY OPERATED MANUAL PULL STATION, MOUNT AT +3-10"AFF. AND INDICATOR LIGHTS.. MOUNT W/HANDLE AT +4'-6"AFF, UNO. LETTERS, NUMBERS, AND SYMBOLS INDICATES SWITCH TYPE AS FOLLOWS: COLOR CODED NEUTRAL CONDUCTORS FOR EACH CIRCUIT. DO NOT USE BREAKER TIES AND SHARED 2 E ff
ADDITIONAL DRAWING REFERENCES IRE ALARM DUCT SMOKE DETECTOR. FURNISH AND CONNECT UNDER DIVISION 26, INSTALL UNDER COMBINATION MAGNETIC STARTER AND DISCONNECT SWITCH. WITH OVERLOAD ELEMENTS AND INDICATES 3-WAY LIGHT SWITCH NEUTRALS EVEN THOUGH PERMITTED BY NEC. < z o
DIVISION 23, VERIFY LOCATION WITH DIVISION 23 PRIOR TO ROUGH-IN. PROVIDE ACCESSIBLE KEY e WTSﬁNSAﬁSD.RoEFQFl.JmET%&iﬁg@ﬁ%p& @%?55 RAE[E(I)NUEI)TCEA\{'I%,\I;TEIC?HFTESQlIJ\lllF(’),\l/ﬁl'}I{TV\?/EIi\l{l%?_EP,ETOY o INDICATES 4-WAY LIGHT SWITCH . PROVIDE A 2" WIDE YELLOW LINE PAINTED ON THE FLOOR INDICATING THE ELECTRICAL WORKING SPACE. IN §T 9
OPERATED REMOTE TEST SWITCH FOR EACH DETECTOR. 4-6"AFF. UNO. " mg:gﬂgg IE’)Illlle'\{ll'ES GSI-Y¥IT<§HWHEN SWITCH IS ON FRONT OF ALL ELECTRICAL PANELS IN ELECTRICAL ROOMS. REFER TO PLANS FOR ELECTRICAL WORKING
! 1 SPACE DETAILS. STENCIL “NO STORAGE” IN 2’ HIGH, YELLOW LETTERS CENTERED IN THE OUTLINED AREA.
ONE LINE DIAGRAM LEGEND (®) SMOKE DETECTOR, CEILING MOUNT. SUBSCRIPT'G' WHEN PRESENT INDICATES PROVIDE DEVICE GUARD. (E)  EQUIPMENT POWER CONNECTION. K NBIATES S T S ANCY SENSOR
SYMBOL ~ DESCRIPTION () HEATDETECTOR, CEILING MOUNT. SUBSCRIPT'G' WHEN PRESENT INDICATES PROVIDE DEVICE GUARD. @ MOTOR CONNECTION. 2 I ATES DR e R oy e ae SEREOR Wy,
—IM] CONNECTION TO DIV 23 MOTORIZED DAMPER, VERIFY LOCATION. FOR MULTI-LEVEL SWITCHING ’ s“%ﬁ\ \f\...(?.’f\.'?O(;"r,,
| @  FIRE ALARM TAMPER SWITCH, PROVIDE UNDER DIVISION 23, MONITOR UNDER DIVISION 28. ABBREVIATIONS S%O.-'SQESS/O}I}"-.@ %
) CIRCUIT BREAKER POWER FOR ELECTRIC DOOR LOCK CONNECTION. LOWER CASE LETTER INDICATES LIGHT FIXTURE CONTROL DESIGNATION s %&/ 5 2
| €  FIRE ALARM FLOW SWITCH, PROVIDE UNDER DIVISION 23, MONITOR UNDER DIVISION 28. g %ﬁ* s
é @)  POST INDICATOR VALVE SWITCH, PROVIDE UNDER DIVISION 23, MONITOR UNDER DIVISION 28. @ EMERGENCY GENERATOR. OVINI-DIRECTIONAL LIGHTING CONTROL OCCUPANCY DETECTOR, CEILING MOUNT - et s Y é Lg/z‘(%‘}zgg Q_ §
0" A X o, J
( FUSED SWITCH @  FIRE ALARM PRESSURE SWITCH, PROVIDE UNDER DIVISION 23, MONITOR UNDER DIVISION 2. /" \\BRANCH CIRCUIT RUN CONCEALED, UNO. DASHED INDICATES CIRCUITRY REQUIRED TO BE RUN BELOW PHOTOELECTRIC CELL FOR LIGHTING CONTROL. WALL MOUNT AT +10-0°AFF. AMNORTH i’\R XVJPA;HERPROOF (NEMA 3R) "',,:((/’VG'N%:%:\ \';s“
SLAB. LIGHT FIXTURE, CEILING MOUNT. Uy, J. GRS
who  RANSFORMER FIRE ALARM REMOTE INDICATOR, CEILING MOUNT. STRAIGHT LINEWORK FOR CIRCUITRY INDICATES ON EMERGENCY POWER CIRCUIT. INDICATED FOR LIGHT FIXTURE ON EMERGENCY POWER. CEILING MOUNT QEF QESQA/EE.\TSHED ook e
" (M)  FIRE ALARM MONITOR MODULE. NOT ALL MONITOR MODULES ARE INDICATED ON DRAWINGS. PROVIDE CLARITY ONLY, ACTUAL HOMERUN DESIGNATION OVERRIDES THIS SYMBOLOGY. ’ ' ATS AUTOMATIC TRANSFER SWITCH
l l QUANTITY AND IN LOCATIONS REQUIRED TO ACCOMPLISH SPECIFIED MONITORING FUNCTIONS. —— BRANCH CIRCUIT HOME RUN TO PANELBOARD AND CIRCUIT INDICATED. O [0 LIGHTING FIXTURE. BEC BELOW FINISHED CEILING
[ TRANSFER SWITCH BFG BELOW FINISHED GRADE
FIRE ALARM CONTROL MODULE. NOT ALL CONTROL MODULES ARE INDICATED ON DRAWINGS. 1 PANELBOARD. @ B LIGHTING FIXTURE ON EMERGENCY POWER. BKR BREAKER
! (©  PROVIDE QUANTITY AND IN LOCATIONS REQUIRED TO ACCOMPLISH SPECIFIED CONTROL FUNCTIONS., N c CONDUIT
FEEDER DESIGNATION TRANSFORMER, PROVIDE CONCRETE HOUSEKEEPING PAD UNLESS NOTED OTHERWISE. e/ —F— LIGHT FIXTURE, WALL MOUNT, HEIGHT AS INDICATED. CATV  COMMUNITY ANTENNA TELEVISION (CABLE) W,
CURRENT TRANSFORMER FIRE ALARM SPRINKLER BELL, MOUNT AT +10'-0"AFF. ®  RELAY. NIO OR NIC AS INDICATED. ® @ EXITSIGN, CEILING MOUNT. DIRECTIONAL ARROWS AS INDICATED. SHADING INDICATES FACE(S) OF SIGN. cB CIRCUIT BREAKER s@&d%gwé/ /S;'"'
S i N )
FIRE ALARM MAGNETIC DOOR HOLDER, WALL MOUNT DEVICE AT 6' BELOW TOP OF DOOR. PROVIDE —— RELAY NORMALLY OPEN. @ € EXIT SIGN, WALL MOUNT. DIRECTIONAL ARROWS AS INDICATED. SHADING INDICATES FACE(S) OF SIGN. CBL CABLE §§'§§" R4z é,i‘%"-,’?:'s
POTENTIAL TRANSFORMER [M] HINGED MAGNETIC CATCH PLATE ON DOOR TO MATE WITH DEVICE, COORDINATE LOCATION AND ccTvV CLOSED CIRCUIT TELEVISION 5= 208
LENGTH WITH DIVISION 08. PROVIDE CONCEALED 120-VOLT POWER CONNECTION AND FIRE ALARM —#— RELAY, NORMALLY CLOSED. @[] LIGHT FIXTURE, POLE MOUNT. CKT CIRCUIT g i C-3469 i S
CONTROL MODULE IF REQUIRED FOR PROPER OPERATION. LG CEILING ENA <f §
FIRE ALARM DOOR HOLDER/CLOSER HARDWARE UNDER DIVISION 08, MONITOR AND CONTROL QXXX FEEDER TAG. REFER TO FEEDER SCHEDULE ON DWG E5.1. CLR CLEAR %0 ‘4).’.’1 orrOn O §
[M_] INTERFACE WITH FIRE ALARM UNDER DIVISION 26, co. COMPANY RO W
COMB COMBINATION TR
—e FIRE ALARM/POWER CONNECTION TO DIVISION 23 SMOKE OR FIRE/SMOKE DAMPER. COORDINATE
W, WITH DIVISION 23. REFER TO TYPICAL FIRE/SMOKE DAMPER DIAGRAM. COMM  COMMUNICATIONS
cu COPPER
DIA DIAMETER
DISC DISCONNECT
DIV DIVISION
DWG DRAWING
EBH ELECTRIC BASEBOARD HEATER
EC EMPTY CONDUIT
ECS EMERGENCY COMMUNICATIONS STATION
ELEC ELECTRICAL
ELEV ELEVATOR
EPO EMERGENCY POWER OFF
EQ EQUIPMENT
ETR EXISTING TO REMAIN m
EWC ELECTRIC WATER COOLER
EX EXISTING
EXT EXTERIOR m
FA FIRE ALARM
FAAP FIRE ALARM ANNUNCIATOR PANEL H
FACP FIRE ALARM CONTROL PANEL
FAGP FIRE ALARM GRAPHIC PANEL 2
FAXP FIRE ALARM EXTENDER PANEL
FFSCP  FIRE FIGHTER'S SMOKE CONTROL PANEL m
FLA FULL LOAD AMPS
FPMR FUSE PER MANUFACTURERS REQUIREMENTS/RECOMMENDATIONS o
FPND FUSE PER NAMEPLATE DATA
G GROUND
GE GROUND FAULT PROTECTION FOR EQUIPMENT, 6-50mA PER NEC 427.22 (PROVIDE ACCESSORY FOR Z
INDICATED BREAKER)
GFCI GROUND FAULT CIRCUIT INTERRUPT
GFP GROUND FAULT PROTECTION FOR PERSONNEL, 4-6mA (PROVIDE ACCESSORY FOR INDICATED o
BREAKER)
HKP HOUSEKEEPING PAD I—
HP HORSEPOWER H
HPS HIGH PRESSURE SODIUM O
Hz HERTZ Z 0'3
IAW IN ACCORDANCE WITH oo
G ISOLATED GROUND m N
J-BOX JUNCTION BOX )
KHFSS  KITCHEN HOOD FIRE SUPPRESSION SYSTEM (&)
KHz KILOHERTZ H =
KVA KILOVOLT AMPS
KW KILOWATTS m @
KWH KILOWATT HOURS —
L LOCKOUT TO PREVENT UNAUTHORIZED SWITCHING (PROVIDE ACCESSORY FOR INDICATED BREAKER) Q >
LC ROUTE CIRCUIT TO LOAD VIA LIGHTING CONTACTOR, REFER TO LC SCHEDULE 8
LED LIGHT EMITTING DIODE —
LTG LIGHTING Q =
LTS LIGHTS 3+
MAX MAXIMUM ;
MCA MINIMUM CIRCUIT AMPACITY o
MCB MAIN CIRCUIT BREAKER Py
MCC MOTOR CONTROL CENTER O >
MH METAL HALIDE <L
MHz MEGAHERTZ ; —
MIN MINIMUM =
ML MAINTENANCE LOCK (PROVIDE ACCESSORY FOR INDICATED BREAKER)
MLO MAIN LUG ONLY > 8
MNS MASS NOTIFICATION SYSTEM ™ m
MOCP MAXIMUM OVER CURRENT PROTECTION. =]
MTD MOUNTED ~— O
N NEUTRAL E g
LIGHT FIXTURE SCHEDULE N/C NORMALLY CLOSED I O «—
T s N/O NORMALLY OPEN
TYPE DESCRIPTION MANUFACTURER SERIES NO. VOLTAGE | WATTAGE LUMENS TYPE COLOR TEMP. MOUNTING OPTIONS COMMENTS gg(':, gmiiRFURMSHED CONTRACTOR INSTALLED
B1 2X2 VANDAL RESIST LENS LITHONIA 2VRTL G L24 5000LM ICW AP125FL GZ1 50K 90CRI 217V 42 5000 Im LED 5000 K RECESSED PROVIDE FLANGE KIT WHEN MOUNTED IN DRYWALL CEILING P PILOT LIGHT (AT THE SWITCH HANDLE) [P)/Fi%gm NO: ?/242\1 1 SgRY 25 200
B5 2X2 VANDAL RESIST LENS LITHONIA 2VTRL G L24 7000LM ICW AP125FL GZ1 50K 90CRI 217V 61 7000 Im LED 5000 K RECESSED PBD PANELBOARD : e
B6 2X2 VANDAL RESIST LENS - EM LITHONIA 2VTRL G L24 7000LM ICW AP125FL GZ1 50K 90CRI EIOWLCP | 277V 61 7000 Im LED 5000 K RECESSED 1400LM BATTERY PROVIDE FLANGE KIT WHEN MOUNTED IN DRYWALL CEILING PD PROTECTIVE DEVICE —— e
D1 4"MAX SECURITY KENALL SDSA 4 0/0 45L50K DCC 2/J 1 277V 46 4500 Im LED 5000 K SURFACE MOUNT WITH TAMPER PROOF HARDWARE RCPT RECEPTACLE
D2 4 MAX SECURITY - EM KENALL SDSA 4 0/0 45L50K DCC 2/J 1 LEL 277V 46 4500 Im LED 5000 K SURFACE 1400LM BATTERY MOUNT WITH TAMPER PROOF HARDWARE REC RECEPTACLE
D4 4"MAX SECURITY W/ CELL LIGHT KENALL SDSA 4 0/0 45L50K DCC 2/J 1 DLN 277V 46 4500 Im LED 5000 K SURFACE MOUNT WITH TAMPER PROOF HARDWARE SEC SECURITY
J VANDAL RESIST INDUSTRIAL LITHONIA VAP 6000LM PCL MD GZ10 MVOLT 50K 90CRI 217V 49 6000 Im LED 5000 K SURFACE OR CHAIN 10-0" AFF UNO SPD SURGE PROTECTIVE DEVICE
K1 STRIP LIGHT LITHONIA CSS L48 4000LM MVOLT 50K 80CRI 217V 35 4300 Im LED 5000 K SURFACE OR CHAIN 10-0" AFF UNO SPEC. SPECIFICATION(S)
M1 STAIR LIGHT LITHONIA WL4 40L GZ10 LP850 MSD7 DIM50 217V 40 4500 Im LED 5000 K WALL 9-0" AFF OR LANDING UNO MOTION SENSOR FOR 50% LIGHT OUTPUT WHEN NOT OCCUPIED ST SHUNT TRIP, 120V COIL (PROVIDE ACCESSORY FOR INDICATED BREAKER)
R1 EXTERIOR WALL MOUNT LITHONIA TWHLED ALO 50K T3M PE TP WG 277V 73 8000 Im LED 5000 K WALL 170" AFF UNO W SWITCH
S1 SITE LIGHT LITHONIA DSX1 LED P3 50K 80CRI T3M MVOLT 217V 104 13000 Im LED 5000 K 4"X4"X25' STEEL POLE SWED SWITCHBOARD
V1 CHASE WALL MOUNT LITHONIA TWSLED P1 50K 120V 19 2000 Im LED 5000 K WALL 70" AFF OR GRATING UNO BB TELECOMMUNICATIONS BONDING BACKBONE
X1 SINGLE FACE EXIT SIGN LITHONIA LV'S W 1 R 1201277 277V 5 LED UNIVERSAL Tc TELECOMMUNICATIONS CLOSET
TELECOM TELECOMMUNICATIONS
TGB TELECOMMUNICATIONS GROUNDING BUS BAR
TMGB TELECOMMUNICATIONS MAIN GROUNDING BUS BAR
TYP TYPICAL
UNO UNLESS NOTED (INDICATED) OTHERWISE
v VOLTS
VFD VARIABLE FREQUENCY DRIVE LEGENDS,
W WATT
Wi el ABBREVIATIONS AND
WG WIRE GUARD
WP WEATHERPROOF GENERAL NOTES
XFER TRANSFER

XFMR TRANSFORMER
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> //<, TREE SHAPE
§ . TREE WRAP
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ORIGINALLY GROWN

4” MULCH AS SPECIFIED

4” WATER DETENTION
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BACKFILL
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TREE PLANTING DETAIL
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CHARACTER OF GROWTH
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TYP. SHRUB PLANTING DETAIL
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REMOVE BURLAP FROM TOP
OF ROOT BALL BEFORE
BACKFILLING AROUND BALL IS
COMPLETED.

ALL TREES WHICH ARE
SMOOTH BARKED AT THE TIME
OF PLANTING, AND HAVE
MORE THAN 2’ OF CLEAR
TRUNK SHALL BE WRAPPED.
ALL TREE WRAPPING SHALL
EXTEND FROM THE TOP OF
THE BACKFILL TO THE
LOWERMOST TREE BRANCHES.
ALL TREES, WHEN PLANTED,
SHALL HAVE THE SAME
RELATIONSHIP TO FINISHED KON
GRADE AS TO THE ORIGINAL %
PLANTING DEPTH.
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PRUNE PROPORTIONATELY TO
COMPENSATE FOR REDUCTION OF
ROOTS AND TO PROMOTE NATURAL

ALL SHRUB BEDS SHALL BE RAISED

6” — 8" ABOVE ADJACENT GRADE,
AND TILLED WITH

SOIL CONDITIONER ALL SHRUB BEDS
IN PARKING ISLANDS ONLY SHALL BE
RAISED 12" ABOVE ADJACENT GRADE
AND TILLED WITH SOIL CONDITIONER
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. MULI—USE FACILITY
% 32,500 SF
W@@ :

PROPOSED
STORMWATER MANAGEMENT
AREA

/
/ PIN

PEGGY HANNAH
NO. 86Q5—-81-0298

PLANTING SCHEDULE
SYM.|  QTY. BOTANICAL NAME COMMON NAME SIZE | *CALIPER | HEIGHT
CANOPY TREE
CM / Lagerstroemia indica 'Natchez’ Crape Myrtle B&B | 2" MIN. | 8 MIN.

* CIRCUMFERENCE AND CALIPER TO BE MEASURED 6" ABOVE GRADE.
NOTE: ALL PLANTED AREAS TO RECEIVE WEED BARRIER FABRIC, AND DOUBLE HAMMERED HARDWOOD MULCH
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